
NSR 
Threshold

112(g)
Threshold

lb/hr kg/day lb/day TPY
8,760 hours

100%
92% Use 
Factor TPY TPY

PM 2.22 24.17 53.29 9.72 38.90 35.7                  <100
PM(F+C) 6.22 67.67 149.20 27.23 108.92 99.8                  <100
SO2 6.19 67.39 148.60 27.12 108.48 99.4                  <100
NO2 11.63 126.58 279.10 50.94 203.74 186.8                <250
NOx 15.51 168.77 372.13 67.91 271.66 249.0                <250
CO 6.94 75.55 166.58 30.40 121.60 111.5                <250
VOC 2.10 50.44 9.21 36.82 33.75                <250
H2SO4 0.58 6.35 14.00 2.55 10.22 9.37                  <250
Lead (Pb) 0.02 0.17 0.37 0.07 0.27 0.25                  <250
Ammonia 1.27 13.78 30.38 5.55 22.18 20.33                
HAPs:
HCl 0.52 5.71 12.58 2.30 9.18 8.42                  <10
Dioxin 0.000001 0.00002 0.00003 0.00001 0.000025 0.000023 <10
Cadmium (Cd) 0.001 0.01 0.027 0.005 0.02 0.02                  <10
Mercury (Hg) 0.01 0.06 0.13 0.02 0.10 0.09                  <10
HF 0.05 0.54 1.19 0.22 0.87 0.80                  <10
Total HAPs 0.58 13.93 2.54 10.17 9.32 <25

Cleveland Public Power - Ridge Road
MSW Gasification HRSG Project

Emissions from Kinsei Sangyo Gasifier Lines 1 - 4*

Total TPY Emissions
4 Gasifier/Furnace/HRSG Lines

Pollutant

Emissions for Each Gasifier Line

*Based on Kinsei Sangyo Japan proprietary design and performance specifications.


